


SPECIFICATION:

CARBON DIOXIDE
ENGINEERED FIRE SUPPRESSION SYSTEM

3. SYSTEM DESCRIPTION

3.1 All Carbon Dioxide Engineered Fire Suppression System equipment and accessories
must be manufactured by:

Kidde Fire Systems

400 Main Street

Ashland, MA 01721

U.S.A.

phone: (508) 881-2000

URL: http://www.kiddefiresystems.com

3.2 The manufacturer shall warrant all Engineered Carbon Dioxide Fire Suppression
System products for 36 months from date of shipment or one (1) full year from the date
of installation.
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3.8 Where applicable the Engineered Carbon Dioxide System shall also include the
following electrical components: Fire Alarm-Suppression Control Panel, Detection
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2. Pressure Trips

+ Where the control of equipment in the hazard is to be achieved mechanically
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